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Super coolingAbstract The heat transfer and ﬂuid ﬂow between a horizontal heated plate and impinging circular
double jets were studied experimentally. The parameters investigated are the Reynolds number of
each jet and jet-to-jet spacing. Experiments are carried out covering a range for Reynolds number
from 7100 to 30,800 for each jet, the dimensionless jet-to-jet spacing from 22.73 to 90.1. During
experimental phases, the right jet Reynolds number was higher than the left jet Reynolds number.
The isothermal contours were plotted for different cases as well as the distribution of water ﬁlm
thickness over the heated plate. The results indicated that increasing the Reynolds number of
one jet than the other increases both local and average Nusselt numbers. In addition, increasing
the jet-to-jet spacing at the same Reynolds number increases the average Nusselt number.
ª 2015 Faculty of Engineering, Alexandria University. Production and hosting by Elsevier B.V. This is an
open access article under the CC BY-NC-ND license (http://creativecommons.org/licenses/by-nc-nd/4.0/).1. Introduction
Impinging cooling is an effective way to generate super cooling
rate in many engineering applications such as steel, glass,
quenching and paper industries. Impinging jets are used to
cool down the products after rolling. Also, it is used in laser
or plasma cutting processes and cooling of electronic equip-
ment. Firstly, in 1964 Watson [1] studied analytically the
motion of the thin layer formed when a smooth jet of water
falls vertically on a horizontal plane and spread out radially.
In the same year Chaudhury [2] studied the heat transfer to
Watson’s analysis in a similar manner. In 1981 Craik et al.[3] measured the liquid depth using a light absorption tech-
nique in which a laser shone through water containing a strong
dye. Liquid depths ahead and behind the jump were deter-
mined as well as the depth proﬁles of the jump in the stable
regime. In 1991 Vader et al. [4] measured the heat ﬂux distribu-
tion and the surface temperature on a ﬂat, upward facing, con-
stant heat ﬂux surface cooled by a planar, impinging water jet.
Jet velocities were between 1.8 and 4.5 m/s, ﬂuid temperatures
of 30, 40 and 50 C and heat ﬂuxes between 0.25 and
1.00 MW/m2. In 1988 Zeiton [5] studied the ﬂuid ﬂow and
the heat transfer between a horizontal plate and a single liquid
circular jet impinging. A theoretical analysis was performed
and the ﬂow pattern was obtained. The results included the
ﬁlm thickness distribution at both sides of hydraulic jump
and the determination of the position of the hydraulic jump
and the velocity distribution within the ﬁlm. Experiments were
also conducted for comparing with the results of theoretical
analysis. To visualize the jet nature, it divides the area near-
Nomenclature
A area of segments, m2
CNC computerized numerical control
Cp speciﬁc heat, J/kg K
dj jet diameter, m
h local heat transfer coefﬁcient, W/m2 K
havr local average heat transfer coefﬁcient, W/m
2 K
h average heat transfer coefﬁcient, W/m2 K
H thickness of water ﬁlm, m
k ﬂuid thermal conductivity, W/m K
Nu local Nusselt number, hdj/k
Nuavr average local Nusselt number, havrdj/k
Nu average Nusselt number, hdj=k
m water mass ﬂow rate (kg/s)
Re Reynolds number, Vdj/m
ReL Reynolds number of the left jet, Vdj/m
ReR Reynolds number of the right jet, Vdj/m
R radial coordinate, m
Pr Prandtl number, lCp/k
PVC polyvinyl chloride
Ts wall temperature, K
Tw water temperature, K
V jet velocity, m/s
X distance between two jets, m
Greek symbols
m kinetic ﬂuid viscosity, m2/s
q ﬂuid density, kg/m3
l dynamic ﬂuid viscosity, kg/m s
r surface tension, N/m
Subscripts
n number of segment
Figure 1 Hydraulic jet nature.
Figure 2 Experimental test rig details.
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Figure 3 Distribution for thermocouple over the heated plate.
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Figure 4 Details construction for measuring the ﬁlm thickness.
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Figure 5 Effect of spacing distance on surface temperature distribution for ReL = 7100 and ReR = 15,400.
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284 M.A. Teamah, M.M. Khairatby into 3 regions: the shooting ﬂow region (Froude > 1) where
the liquid–gas interface nearly adheres to both thermal and
hydrodynamic boundary layers, the hydraulic jump region
(Froude = 1) where the liquid–gas interface gradually deviates
from both layers and streaming ﬂow region (Froude < 1)
where the liquid–gas interface is greatly deviated from both
layers. This can be manifested in Fig. 1.
In 2003 and 2006 Teamah and Farahat [6,7] studied the
heat transfer and ﬂow due to the impingement of a circular
jet on a horizontal heated surface numerically and experimen-
tally for single jet and experimentally only for multi jets of four
arrangements, double jets, three in line, L-shaped and full clus-
ter, in order to study the effect of the interaction between the
jets on heat transfer. The water volume ﬂow rates 1, 5 and
8 l/min per jet are used for multi jets. It was found for multi
jets that the interaction between the jets leads to reduce the
mean velocity of the ﬂuid ﬁlm, which in turn leads to reduce
both the local and the average local Nusselt number compared
to single jet. The overall average Nusselt number for multi jet
is higher than single jet of one jet of the multi jets. In 2004
Wang et al. [8] studied the heat transfer due to jet impinging
experimentally using integrated heater devices and tempera-
ture sensors. In 2003 Fabbri et al. [9] focused on circular arrays
of free surface micro jets. Experiments were conducted by
employing three jet pitches 1, 2 and 3 mm and four jetX/dj = 22.73
X/dj = 68.18
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Figure 6 Effect of spacing distance on surface temperadiameters 50, 100,150 and 250 lm and two different ﬂuids.
The jet Reynolds number range was varied between 90 and
2000 while the Prandtl number varied from 6 to 84. They
found that Nusselt number improves by increasing the jet
Reynolds number and Prandtl number. In 1991 Stevens and
Webb [10,11] studied the effect of jet inclination on the local
heat transfer under an obliquely impinging, round; free liquid
jet striking a constant heat ﬂux surface investigated experimen-
tally. They studied the effect of jet Reynolds number in the
range 6600–52,000, and jet inclination ranging from 40 to 90.
In 2006 Gradeck et al. [12] studied experimentally a free
impinging axisymmetric jet on a moving surface. A power rela-
tion has been derived for calculating the radius of the jump as
a function of Reynolds number and Webber number. In 2001
Chen et al. [13] studied the heat transfer in free surface liquid
jet impingement with magneto-ﬂuid coating on the heated sur-
face. Slayzak et al. [14] studied the local convection, heat trans-
fer coefﬁcient distributions along a constant heat ﬂux surface
experiencing impingement by two, planner, and free surface
jets of water. Lienhard [15] studied the use of water jet array
on removing heat ﬂuxes of 1–17 MW/m2 over an area of
10 cm2. The jet array consists of 14 tube nozzles. The jet array
speed of 46.5 m/s produces a heat transfer coefﬁcient measured
to be 220,000 W/m2 K at the stagnation point. In 1998 Sun
et al. [16] worked to conduct an extensive and consistent studyX/dj = 45.45
X/dj = 90.1
-80 -60 -40 -20 0 2 4 6 8
R/dj
80
60
40
20
0
2
4
6
8
-80 -60 -40 -20 0 20 40 60 80
R/dj
0
0
0
0
0
0
0
0
0
ture distribution for ReL = 7100 and ReR = 23,150.
Double free circular jets 285using three test liquids to testify the effect of Prandtl number
on the local heat transfer for free surface circular jets. Local
measurements were made to investigate the characteristic of
convective heat transfer from small heaters to circular jets.
Wang et al. [17] studied the conjugate heat transfer between
a laminar free impinging liquid jet and a laterally insulated
disk with arbitrary temperature or heat ﬂux distribution pre-
scribed on the non-impinged surface analytically. The heat
transfer coefﬁcient between the jet and the solid disk was inﬂu-
enced by the Prandtl number of the ﬂuid, the ratio of the ﬂuid
conductivity to the solid conductivity and the ratio of the
thickness to the radius of the disk, as well as the prescribed
temperature or heat ﬂux proﬁle.
Measurements were made in 1997 by Ma et al. [18] to inves-
tigate the local behavior of the recovery factor and the heat
transfer coefﬁcient with the free surface circular jets. The
experiments were performed with the transformer oil jets
impinging on a vertical constant heat ﬂux surface from a small
pipe and oriﬁce nozzles. In 1991 Stevens and Webb [11] inves-
tigated characterized local heat transfer coefﬁcients for round,
single-phase free liquid jets impinging normally against a ﬂat
uniform heat ﬂux surface. The local Nusselt number character-
istic is found to be dependent on nozzle diameter. In 1977
Ishigai et al. [19] studied the hydrodynamic and heat transfer
characteristics of two domains of the jet ﬂow. The ﬁrst domainX/dj = 22.73
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Figure 7 Effect of spacing distance on surface temperais the jump region and the other is the interfering ﬁlms of two
equal jets. The ﬁlm of the jet ﬂow was measured and analyzed.
Recently Teamah et al. [20] studied the effect of inclined free
liquid jet on the ﬁlm thickness. More recently, Malvandi
et al. [21] studied the thermodynamics optimization for ﬂuid
ﬂow over isothermal plate. Also Das [22] studied the ﬂow
and heat transfer characteristics using nanoﬂuid. And Hayat
et al. [23] studied unsteady stagnation point. Then Nasif
et al. [24] did simulation of jet impingement over rotating disk.
From the previous review the effect of interaction of the jets
stream on both heat transfer and ﬁlm jump was not examined.
The present work is devoted to study the effect of interaction
of the jets stream on the heat transfer coefﬁcient by changing
the strength of one or both jets, as well as changing the space
between the two jets.2. Experimental apparatus
Fig. 2 shows the experimental test rig. It is composed of water
circuit. It is designed for providing the jets and the steam gen-
erator with water. The water circuit consists of: storage tank,
header tank, collecting tank and water jets.
The storage tank dimensions are of 150 cm long · 100 cm
wide · 100 cm depth. The storage tank is fed from the mainX/dj = 45.45
X/dj = 90.1
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ture distribution for ReL = 7100 and ReR = 30,800.
286 M.A. Teamah, M.M. Khairatsource through a gate valve. The storage tank is equipped with
suitable overﬂow and drain pipes. The water inside the storage
tank is delivered to the header tank through a circulating
pump. The header tank is a cylindrical shape of dimensions
90 cm diameter and 100 cm height to insure the required static
head, the header tank was placed at a level above the heated
plate by 10 m. The header tank has an auxiliary feed from
the main source. It provides continuous ﬂow with a constant
water head. The water ﬂows down by Gravity from header
tank to the distribution pipe. Two pipes are connected to the
distribution pipe, each pipe is provided with a gate valve, ori-
ﬁce plate and nozzle. The gate valve regulates the ﬂow rate and
the oriﬁce measures the volumetric ﬂow rate of water. The dis-
charge coefﬁcient of the oriﬁce plate is calculated from the
equation developed by White [25]:
Cd ¼ 0:60062þ 16:21219Re0:75 ð1Þ
The water falls from the nozzle onto the heated plate and
spreads out rapidly to its outer edge. The falling water from
the plate is collected in a collecting tank.
The second circuit is the steam circuit. It consists of a steam
generator fed by water from the storage tank through a pump.
The steam generator is provided with three immersed electrical
heaters. Each heater is 220 V and 6 kW capacities. The steam isX/dj = 22.73
X/dj = 68.18
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Figure 8 Effect of spacing distance on surface temperatsuperheated by throttling. The steam is distributed into two
branches as it is supplied to the heating chamber from four
points. The heating chamber is a box with dimensions of
90 · 90 · 15 cm. It is made of stainless steel of thickness
4 mm and open top side. The bottom side of the heating cham-
ber has a few inclinations toward the center of the base to pre-
vent the settling of the condensation inside the heating
chamber. Pressure gauges and thermocouples are used to mea-
sure the pressure and temperature of the steam before entering
the heating chamber. A perforated box is placed inside the
heating chamber in order to provide good distribution of the
steam inside the heating chamber. At the center of the base
of the heating chamber a drain pipe is ﬁtted. Two layers of
asbestos and glass wool are used to insulate the heating cham-
ber. The heating chamber is covered by a stainless steel plate of
6 mm thickness. This thickness is capable of avoiding sagging
of the plate due to steam pressure. Thermocouples are located
on the back of the plate to measure the wall temperature. The
mechanical mechanism is designed to provide the PVC pipes
with two-dimensional movements. The ﬁrst movement is verti-
cally upwards or downwards as to study the effect of distance
between the jet and plate. The second movement is longitudi-
nal to change the distance between the two jets with respect to
each other.X/dj = 45.45
X/dj = 90.1
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Figure 9 Effect of spacing distance on surface temperature distribution for ReL = 15,400 and ReR = 30800.
Double free circular jets 2873. The measuring techniques
3.1. The wall temperature
The measurements of water ﬁlm temperature are needed to
determine the local Nusselt number and therefore the average
local Nusselt number. The average local Nusselt number is an
indicator for the average value of Nusselt number for the area
swept from the jet to the studied point. The thermocouples dis-
tribution over the back of the horizontal plate is shown in
Fig. 3. The total numbers of thermocouples are 273 thermo-
couples of T type. Each thermocouple is inserted into a drilled
hole in the stainless steel plate. This hole is at a depth of 3 mm
and diameter 2 mm using CNC to ensure exact accuracy for
the spacing between thermocouples. The thermocouples are
ﬁxed in these holes by copper oxide cement. The thermocou-
ples are connected to temperature reading out (Model
SR630). A computer program is designed to read and log-
out all the measurements. The accuracy of the temperature
reading is 0.05 C.
3.2. Measuring the water ﬁlm thickness
The details of water ﬁlm thickness measurement are shown in
Fig. 4. A micrometer of 0.01 mm sensitivity is used for measur-
ing the ﬁlm thickness. A vernier caliper connected to PVC pipewith two clamps around the PVC pipe. This whole mechanism
allows to measure the ﬁlm thickness at different radius from
the jet and different circumference. A special electrical circuit
is used. This circuit is manufactured from a D/C power supply
of 5 V, 5 kX resistance connected in series with power supply
and an oscilloscope. The oscilloscope is used for showing the
position of the stylus with respect to the ﬁlm thickness. At
the beginning of the experiments, the stylus is in the air above
the water ﬁlm. In this case the electric circuit is open and the
oscilloscope is supposed to read the 5-volt. If the micrometer
is turned and the stylus touches the free surface of water, at
this condition the electric circuit will be closed and the oscillo-
scope reading will drop. At the beginning of experiment the set
point is logged when the stylus touches the horizontal plate,
and then the stylus moves away from the plate; after that water
ﬂows during operation and the stylus moves toward the heated
plate and when it touches the water the circuit is closed and the
reading is logged. The difference between this reading and the
set point gives the ﬁlm thickness and the process is further
repeated.3.3. Measuring the temperature of water ﬁlm
The same mechanical mechanism is used for measuring the
water ﬁlm thickness and is also used to determine the temper-
ature of water over the surface. The water ﬁlm temperature is
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Figure 10 Effect of spacing distance on surface temperature distribution for ReL = 23,150 and ReR = 30,800.
288 M.A. Teamah, M.M. Khairatmeasured at different radius. The stylus is connected to the
temperature read out.4. Data reduction
4.1. Local and average local heat transfer coefﬁcient
For the determination of the local heat transfer for double jet
heat balance is performed. The thermal energy is absorbed by
the ﬂowing ﬁlm equal to the heat transferred from the hot plate
to the ﬁlm. The readings of the plate temperatures and their
positions are compiled to Win surf computer program, which
draws the isothermal wall temperature over the plate. The
isothermals are complied with AutoCAD program. The wall
temperature distribution around the center of the plate is
divided into segments. These segments were divided at interval
of 1 C. The heat balance is made for the segment of the plate
to the water ﬁlm. The area of this segment is calculated with
AutoCAD program.
The heat balance for the segment is as follows:
mCpðTwn  Twn1Þ ¼ AnhnðTsn  TwnÞ ð2Þ
The average local heat transfer is determined from the
integration of the local heat transfer coefﬁcient between the
areas.4.2. Local and average local Nusselt number
The local Nusselt number of segment could be determined as
following:
Nun ¼ hndj
k
ð3Þ
where k, is the thermal conductivity of water at the water tem-
perature over the segment Tf
Tf ¼
TwnþTwnþ1
2
þ Ts
2
ð4Þ
The average local Nusselt number is determined as follows:
Nuavr ¼ havrdj
k
ð5Þ
The average Nusselt number is determined as follows:
Nu ¼ hdj
k
ð6Þ5. Experimental uncertainty analysis
The uncertainty in the data calculation was based on
ANSI/ASME reported by Holman 1994. The uncertainty cal-
culation method used involves calculating derivatives of the
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Figure 11 Effect of interaction spacing on local Nusselt number.
Double free circular jets 289desired variable with respect to individual experimental quan-
tities and applying known uncertainties. The magnitude of the
uncertainty is estimated from Eq. (7)wR ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
@R
@x1
w1
 2
þ @R
@x2
w2
 2
þ @R
@x3
w3
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þ    þ @R
@xn
wn
 2" #vuut
ð7ÞThe accuracy of the thermocouples is within ±0.1 C. The
uncertainty of the manometers is estimated to be 4%. The
maximum uncertainties of dimensionless parameters were
±8% for Reynolds number, ±10% for Nusselt number and
±6% for water ﬁlm thickness.6. Results and discussions
6.1. Effect of jet spacing on isothermal contours
The effect of jet spacing on the temperature distribution was
shown from Figs. 5–10. For all experiments, the jet of low
Reynolds number is on the left side. It observed from the ﬁg-
ures that the isothermals look like the two sources ﬂow. Each
source is represented by one jet. Near each jet the isothermals
appear as concentric circles whose centers are the jets position.
In the jet area, the isothermals are close to each other. This
leads to a high heat transfer rate at this area. As we move away
from the jet area, the circular shape for the isothermals is con-
verted to an oval shape. As well as the spacing between the
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Figure 12 Effect of Reynolds number on local Nusselt number.
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Figure 13 Effect of interaction spacing on average local Nusselt number.
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Double free circular jets 291isothermals is increased. This means the heat transfer rate is
lower than the previous area. Each jet represents one focus
for the oval shape. The major axis of the oval shape is concur-
rent to the line passing by the two jets. The line passing by the
two jets is the axis of symmetry for the isothermals. Also it is
shown, a large oval isothermal contours bounded the two oval
shapes. In a small distance between jets, the jet areas are small
compared with that for large spacing. On the other hand the
temperature distribution is not symmetrical around the center-
line of the plate. Isothermal contours took the elliptical shape
due to the effect of the interaction between the two jets. The
elliptical shape is more signiﬁcant as the jet spacing is
increased. It was observed from Figs. 5–10 that the tempera-
ture decreases at the edges of plate as the jet spacing increases
especially from strong jet side. This is due the domain area of
the jet is increased by increasing the jet spacing. This provided
more heat transfer rate.
6.2. Effect of Reynolds number on isothermal contours
The effect of Reynolds number on the temperature distribution
was shown also from Figs. 5–10. At ﬁxed jet-to-jet spacing, the
isothermal Contours of the higher Reynolds number are dom-
inated than for the lower Reynolds number left jet. For the
same jet-to-jet spacing increasing the right Reynolds number
more than the left decreases the wall temperature. It is more
signiﬁcant from Figs. 5–7 where the Reynolds number of the
left jet was ﬁxed at 7100 while the right increased from
15,400 to 30,800 that the isothermal contours took the shape
of two pulleys with belt. The smaller pulley presented the
low Reynolds number.
6.3. Effect of jet spacing on local Nusselt number
The effect of Jet Spacing on local Nusselt is shown in Fig. 11
for different Reynolds numbers and dimensionless jet-to-jet. It
is observed that the stagnation zone changed for different
dimensionless jet-to-jet spacing. Increasing the jet-to-jet spac-
ing increases the local Nusselt number. Isotherms are near to
each other causing high temperature gradient causing a high
local Nusselt number whereas in the interaction zone0 20 40 60
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Figure 14 Effect of Reynolds numberisotherms are far away from each other reducing the tempera-
ture gradient and consequently reduced Nusselt number.
Increasing the jet spacing decreases the wall temperature far
from the center line of the plate.
6.4. Effect of Reynolds number on local Nusselt number
Fig. 12 shows the effect of increasing the Reynolds number of
both jets on the local Nusselt number. The local Nusselt num-
ber is plotted for the dimensionless radius. The local Nusselt
number plotted from the dimensionless radius is bigger than
value 11.36, as it is the stagnation point for each jet. The local
Nusselt is plotted for the case of X/dj= 22.73. The local
Nusselt number increases as the Reynolds number of the right
het increases while ﬁxing the other at constant value. The local
number decreases sharply as the dimensionless radius increases
to a value where the hydraulic jump occurs then the decrease is
stepper as the water velocity is decreased.
6.5. Effect of jet spacing on average Nusselt number
The average Nusselt number is plotted for dimensionless jet
spacing for different Reynolds number. Fig. 13 shows the
effect of the interaction on the average local Nusselt for dimen-
sionless radius. As the dimensionless jet spacing increases the
average local Nusselt number increases. For the same dimen-
sionless jet spacing increasing the dimensionless radius, the
average local Nusselt number decreases.
6.6. Effect of Reynolds number on average Nusselt number
Fig. 14 shows the effect of increasing the Reynolds number of
both jets on the average Local Nusselt number at ﬁxed dimen-
sionless jet spacing at 22.27. The same observation as in the
local Nusselt number. Increasing the Reynolds number
increases the water ﬁlm velocity and decreases the wall temper-
ature as showed in the temperature wall distribution. From
Fig. 14a shows the effect of increasing right Reynolds number
while the left Reynolds number is ﬁxed at constant value. The
average Nusselt increased as the right Reynolds number
increased. Comparing between the two Fig. 14a withR/dj
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on average local Nusselt number.
292 M.A. Teamah, M.M. KhairatFig. 14b, increasing the Reynolds number for both jets
increases the average Nusselt number more signiﬁcantly where
the water velocity from the two jets increased tending to
decrease the wall temperature as the turbulence increases.
6.7. Combined effect of Reynolds number and jets spacing on
dimensionless water ﬁlm thickness distribution
The ﬁlm thickness has a very important effect on the rate of
heat transfer and the value of local Nusselt number. As the
ﬁlm thickness is increased the water velocity in the plate direc-
tion decreases. The reduction in velocity reduces the value of-60 -30 0 30 60
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Figure 15 Combined effect of Reynolds number and jets splocal Nusselt number. Fig. 15 represented the dimensionless
water ﬁlm thickness for different Reynolds number for the
two jets at various dimensionless jet spacing. It is seen the
dimensionless ﬁlm thickness is very small in the two jets area.
In these areas the water velocity is very high compared with the
other regions. Therefore the rate of heat transfer in these areas
is very high. As we move from one jet directed to the other jet,
the ﬁlm thickness slightly increases. Until the two streams of
water reach each other collusions occur between the two
streams. This location is called the interference zone. It is seen
that, the dimensionless ﬁlm thickness increases rapidly at inter-
ference zone. In the case of small jet spacing, the ﬁlm thicknessD
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acing on dimensionless water ﬁlm thickness distribution.
Double free circular jets 293at the interference region increases dramatically by increasing
the jet Reynolds number of the left jet. The dimensionless ﬁlm
thickness increases from 0.42 to 1.5 as the left jet Reynolds
increases from 7100 to 23,150. The increase in the ﬁlm thick-
ness reduces the local Nusselt number. It is also noticed that,
as increasing the dimensionless jet-to-jet spacing, the dimen-
sionless ﬁlm thickness decreased and the area of the interaction
between the two jets increased. The location of the maximum
dimensionless ﬁlm thickness increased more toward the weaker
Reynolds number jet. As the jet spacing increased the jets
domain increases and the water velocity in the plat direction
is decreased. This reduces the impact force due to the collision
of the two streams. Therefore the dimensionless ﬁlm thickness
at the interference zone decreases as the distance between the
two jets is increased. The water velocity for the stronger jet
is higher than that for weaker jet. Therefore the location of
the interference zone is shifted more to the weaker jet. As
the jet Reynolds number for the weaker jet increases the loca-
tion of the interference zone is shifted to the direction of the
stronger jet. If the jets Reynolds number is equal the interfer-
ence zone lies at midpoint between the two jets. The interfer-
ence zone is much narrower in small jet spacing. On the
other hand, the interference zone is thicker in the case of high
jet spacing.
7. Conclusions
The hydrodynamic and the thermal characterizations of dou-
ble impinging circular jets are analyzed. The effects of increas-
ing the Reynolds number and the jet spacing on temperature
distribution, as well as local and average local Nusselt numbers
were studied. The Nusselt number values are very high at the
jet regions. In these areas the ﬁlm thickness is very small and
this leads to a very high radial velocity causing the values of
Nusselt number to be higher than one thousand. Therefore,
these areas can be considered as super cooling areas. As we
move away from the jet regions, the interaction between the
ﬂows from the two jets increases the water ﬁlm thickness which
reduces the value of radial velocity leading to a reduction in
the value of Nusselt number. The temperature distribution
shows elliptical shape due to the effects of both Reynolds num-
ber and the jet spacing. The experimental results showed
clearly that the effect of increasing the Reynolds numbers for
one jet than the other increases the local and average local
Nusselt numbers for the same dimensionless jet-to-jet spacing
as the water velocity increases. Also increasing the jet-to-jet
spacing increases both the local and average local Nusselt
numbers. The ﬁlm thickness was measured for different dimen-
sionless radii. Increasing the Reynolds number increases the
water ﬁlm thickness at the interaction zone causing turbulence.
The water ﬁlm thickness decreases as the jet spacing increases
and the water velocity decreases.
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